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EXHIBIT A: VICINITY MAP
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EXHIBIT B:

LAND USE AND ZONING
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EXHIBIT C: PLOT PLAN SHOWING ACCESS DRIVE
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EXHIBIT D: LEASE PARCEL LAYOUT - INFINIGY DRAWING C-3
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EXHIBIT E: LEASE PARCEL SITE LAYOUT --- INFINIGY DRAWING C-4
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EXHIBIT F: TOWER ELEVATION AND DETAILS --- INFINIGY DRAWING C-5



MINIMUM FIRE FLOW REQUIREMENT

The following is a tabulation of minimum fire flow requirements used as design criteria within the City of Memphis,
unincorporated Shelby County, the City of Lakeland and the City of Arlington served by MLGW. Prospective
customers or other interested parties will arrange for the financing of water system enlargements or extensions in
accordance with the Memphis, Light, Gas and Water Division, Water Service Policy Manual in effect at the time
application is made. These minimum requirements are subject to change without notice.

1. CONGESTED VALVE DISTRICT 3. MERCANTILE
12,000 gpm plus 3,000 gpm Heavy 10,000 gpm
For a second fire Moderate 5,000 gpm
Total 15,000 gpm Minor 3,500 gpm

2. INDUSTRIAL SECTIONS 4. CHEMICAL AND BULK OIL
Heavy 10,000 gpm Major Hazard 15,000 gpm
Moderate 5,000 gpm Moderate 10,000 gpm
Light 3,000 gpm Minor 5,000 gpm

5. STORE BUILDINGS and ALL OTHER OCCUPANCIES TYPE NOT LISTED

No sprinklers sprinklers esfr
Up to 5,000 sq. ft. - 3,000 gpm 3,000 gpm 3,000 gpm
5,001-50,000 sq. ft. 4,000 gpm 3,000 gpm 3,000 gpm
Up to 12' storage
5,001-50,000 sq. ft. 6,000 gpm 4,200 gpm 3,000 gpm

Over 12' storage, or
50,001-100,000 sq. ft.
Up to 12' storage

Over 50,000 sq. ft. 8,000 gpm 5,200 gpm 4,800 gpm
Over 12' storage, or

Over 100,000 sq. ft.
Up to 12’ storage

6. APARTMENTS
Non fire resistant - 3 or more stories - 4,000 gpm
Semi fire resistant - 3 or more stories - 3,000 gpm
No exposures - 1 or 2 story

7. RESIDENTIAL
Non fire resistant - less than 25' apart - 3,000 gpm
Non fire resistant - 26'to 50' apart - 2,500 gpm
Non fire resistant - no exposures - 2,000 gpm

EXHIBIT G



